Papers that summarize research by CBE and affiliated institutions have appeared in the following journals, trade magazines, and conference proceedings. Many of these publications are also available from the eScholarship Repository, on-line at http://escholarship.org/uc/cedr_cbe.

2019


2018

Kent, M. G. 2018. The importance of window view: Using an exploratory factor analysis to uncover the underlying latent dimensions. CBE Internal Report. https://escholarship.org/uc/item/4mj1b1vz


Woolley, J., S. Schiavon, F. Bauman, P. Raftery, and J. Pantelic. 2018. Side-by-side laboratory comparison of space heat extraction rates and thermal energy use for radiant and all-air systems. *Energy and Buildings*, 176: 139-150. October. [www.escholarship.org/uc/item/65w8v0rt](https://escholarship.org/uc/item/65w8v0rt) [https://doi.org/10.1016/j.enbuild.2018.06.018](https://doi.org/10.1016/j.enbuild.2018.06.018) NEW


Liu, S., A. Lipczynska, S. Schiavon, and E. Arens. 2018. Detailed experimental investigation of air speed field induced by ceiling fans. *Building and Environment*, 142: 342-360. September. [https://doi.org/10.1016/j.buildenv.2018.06.037](https://doi.org/10.1016/j.buildenv.2018.06.037) [www.escholarship.org/uc/item/2mk3n264](https://escholarship.org/uc/item/2mk3n264) NEW


Kim, J. 2018. Advancing comfort technology and analytics to personalize thermal experience in the built environment. Doctor of Philosophy Dissertation. Dept. of Architecture, University of California, Berkeley. [www.escholarship.org/uc/item/58m331fr](https://escholarship.org/uc/item/58m331fr) NEW

[https://doi.org/10.1016/j.buildenv.2018.03.013](https://doi.org/10.1016/j.buildenv.2018.03.013) [www.escholarship.org/uc/item/80b3458w](www.escholarship.org/uc/item/80b3458w)


[https://doi:10.1080/23744731.2018.1452508](https://doi:10.1080/23744731.2018.1452508) [www.escholarship.org/uc/item/0m91d1t2](www.escholarship.org/uc/item/0m91d1t2)

[https://doi.org/10.1016/j.buildenv.2018.01.005](https://doi.org/10.1016/j.buildenv.2018.01.005) [www.escholarship.org/uc/item/0x58c3k8](www.escholarship.org/uc/item/0x58c3k8)

[https://doi.org/10.1016/j.buildenv.2017.12.016](https://doi.org/10.1016/j.buildenv.2017.12.016) [www.escholarship.org/uc/item/54n6b7m3](www.escholarship.org/uc/item/54n6b7m3)

[www.escholarship.org/uc/item/0s06q03g](www.escholarship.org/uc/item/0s06q03g)

[https://doi.org/10.1016/j.enbuild.2017.10.093](https://doi.org/10.1016/j.enbuild.2017.10.093) [NEW]

[https://doi.org/10.1016/j.buildenv.2018.01.023](https://doi.org/10.1016/j.buildenv.2018.01.023) [www.escholarship.org/uc/item/18d174zs](www.escholarship.org/uc/item/18d174zs)

[https://doi.org/10.1016/j.buildenv.2017.11.003](https://doi.org/10.1016/j.buildenv.2017.11.003) [www.escholarship.org/uc/item/1kj1v33r](www.escholarship.org/uc/item/1kj1v33r)


**2017**


Raftery, P., C. Duarte, S. Schiavon, and F. Bauman. 2017. A new control strategy for high thermal mass radiant systems. Accepted for publication in Proceedings of *Building Simulation Conference 2017*. San Francisco, California, August 7-9th. [www.escholarship.org/uc/item/5tz4n92b](www.escholarship.org/uc/item/5tz4n92b)


Dutra de Vasconcellos, G. 2017. Evaluation of Annual Sunlight Exposure (ASE) as a Proxy to Glare: A Field Study in a NZEB and LEED Certified Office in San Francisco. Master of Science Thesis. Dept. of Architecture, University of California, Berkeley. [www.escholarship.org/uc/item/3js1z0b8](www.escholarship.org/uc/item/3js1z0b8)


---


http://dx.doi.org/10.1080/00038628.2014.976540 www.escholarship.org/uc/item/8f10n38d


2014


www.escholarship.org/uc/item/7c75472m


www.escholarship.org/uc/item/07z4c3h0 (Earlier version in Proceedings of Clima 2013, Prague. 
https://escholarship.org/uc/item/4488d1b8)
https://escholarship.org/uc/item/oj6884m0
https://escholarship.org/uc/item/5s18p0sv
http://escholarship.org/uc/item/3sx6n876
www.escholarship.org/uc/item/49q4r4jv

2013
https://escholarship.org/uc/item/2gq017pb
https://escholarship.org/uc/item/9pz0s32m
https://escholarship.org/uc/item/9dq6p2j7
http://escholarship.org/uc/item/2d656203


**2012**


Salter, C. and T.R. Lawrence. 2012. Acoustical performance measurement protocols for commercial buildings. CBE Summary Report, January. [https://escholarship.org/uc/item/1dd8j9j3](https://escholarship.org/uc/item/1dd8j9j3)


Basu, C. 2012. Critical simulation based evaluation of thermally activated building systems (TABS) design models. [http://escholarship.org/uc/item/8t93707z](http://escholarship.org/uc/item/8t93707z)


http://www.ibpsa.us/simbuild2012/Papers/SB12_TS10b_4_Webster.pdf


http://escholarship.org/uc/item/1jz8260r

http://escholarship.org/uc/item/0vw9f0hq


http://escholarship.org/uc/item/5w53c7kr

http://escholarship.org/uc/item/9pq9w5r2

http://www.escholarship.org/uc/item/2kd5d469

http://escholarship.org/uc/item/0tp7v717

http://escholarship.org/uc/item/2kw2g6rs

http://escholarship.org/uc/item/30h937bh

www.escholarship.org/uc/item/1c1216x5

https://escholarship.org/uc/item/29m3h3tc

2010

http://escholarship.org/uc/item/7c8347dk

http://escholarship.org/uc/item/1p92f2pm

www.escholarship.org/uc/item/96z7067c


2009


---

2008


Arens, E., D. Auslander, and C. Huizenga. 2008. Demand response enabling technology development. CBE Report to CEC Public Interest Energy Research (PIER) Program. [http://escholarship.org/uc/item/5tw6f01n](http://escholarship.org/uc/item/5tw6f01n)

**2007**

Do, A., W. Burke, D. Auslander, R. White, and P. Wright. 2007. Technical review of residential programmable communication thermostat implementation for Title 24, 2008. Draft Report Version 0.1, Center for Environmental Design Research, University of California, November. [https://escholarship.org/uc/item/43q4s9vj](https://escholarship.org/uc/item/43q4s9vj)

Webster, T., P. Linden, F. Buhl, and F. Bauman. 2007. Energy performance of underfloor air distribution systems. Final Project Report submitted to California Energy Commission (CEC) Public Interest Energy Research (PIER) Program. Center for the Built Environment, University of California, Berkeley, CA, April. [https://escholarship.org/uc/item/1pm8b02s](https://escholarship.org/uc/item/1pm8b02s)


Brager, G. 2007. Learning from experience. *Frameworks, College of Environmental Design*, University of California, Berkeley, Spring. [https://escholarship.org/uc/item/21r835r7](https://escholarship.org/uc/item/21r835r7)


**2006**

Webster, T., C. Benedek, and F. Bauman. 2006. Underfloor air distribution (UFAD) cost study: analysis of first cost tradeoffs in UFAD systems. Report to the U.S. General Services Administration. September. [https://escholarship.org/uc/item/4hs7f29b](https://escholarship.org/uc/item/4hs7f29b)

Moore, T., F. Bauman, and C. Huizenga. 2006. Radiant cooling research scoping study. CBE Internal Report. April. [https://escholarship.org/uc/item/3j52t8vz](https://escholarship.org/uc/item/3j52t8vz)


Brager, G. 2006. Mixed mode cooling. *ASHRAE Journal*, pp. 30-37, August. [http://escholarship.org/uc/item/3bb8x7b8](http://escholarship.org/uc/item/3bb8x7b8)


Bauman, F., T. Webster, and H. Jin. 2006. Design guidelines for underfloor air supply plenums. *HPAC Engineering*, July. [https://escholarship.org/uc/item/6k95d6dq](https://escholarship.org/uc/item/6k95d6dq)

Webster, T., and F. Bauman. 2006. Design guidelines for stratification in underfloor air distribution (UFAD) systems. *HPAC Engineering*, June. [https://escholarship.org/uc/item/96453156](https://escholarship.org/uc/item/96453156)


---

**2005**

Jung, A., and M. Zeller. 2005. Analysis and testing of methods to determine indoor air quality and air change effectiveness. Original technical paper from Rheinisch-Westfälische Technical University of Aachen, Germany, 1994. English translation by Wolfgang Lukaschek, Center for the Built Environment (CBE). [https://escholarship.org/uc/item/5kd7w8q8](https://escholarship.org/uc/item/5kd7w8q8). Executive Summary by Fred Bauman, PE, Center for the Built Environment (CBE), October. [https://escholarship.org/uc/item/6vb133fd](https://escholarship.org/uc/item/6vb133fd)

Hogan, M., T. Webster, and F. Bauman. 2005. Trends in design and operations of UFAD buildings. CBE Summary Report, October. [https://escholarship.org/uc/item/7kd8f9vb](https://escholarship.org/uc/item/7kd8f9vb)


2004


2003


Webster, T., and A. Barth. 2003. Development of fan diagnostics methods and protocols for short term monitoring. Final Report, Berkeley, CEC/PIER HPCBS# E5P2.2T4c, 19 pp. https://escholarship.org/uc/item/5q46x5km

2002

Webster, T., R. Bannon, and D. Lehrer. 2002. Teledesic broadband center field study. CBE Summary Report, April. https://escholarship.org/uc/item/84m9s48s


2001


2000


Webster, T., F. Bauman, and E. Ring. 2000. Supply fan energy use in pressurized underfloor air distribution systems. Center for the Built Environment, University of California, Berkeley, October. https://escholarship.org/uc/item/1xm4d8f9


1999

https://escholarship.org/uc/item/2rx7w394

https://escholarship.org/uc/item/2hw1t5zf

http://escholarship.org/uc/item/5rx3p5w4


https://escholarship.org/uc/item/55c7r2hz

https://escholarship.org/uc/item/1ms313wz

https://escholarship.org/uc/item/66n7n302

http://www.escholarship.org/uc/item/06j3k53n

http://www.escholarship.org/uc/item/94m840fb

https://escholarship.org/uc/item/8v13t41t

https://escholarship.org/uc/item/0mm9b2jb


1998


1997


1996


1995


www.escholarship.org/uc/item/5c3460r1


### 1994


---

1993


Bauman, F., and M. McClintock. 1993. A study of occupant comfort and workstation performance in PG&E's advanced office systems testbed. Final Report to PG&E Research and Development. Center for Environmental Design Research, University of California, Berkeley, 135 pp. May. [www.escholarship.org/uc/item/1hg0b1w7](www.escholarship.org/uc/item/1hg0b1w7)


1992


1991


1990


---

1989


1988


1987


1986


1985


1984


1983


1982


1981


1980
